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APPLICATION FOR VARIANCE 
State Form 44400 (R7 / 10-13) 
Approved by State Board of Accounts, 2013 

INDIANA DEPARTMENT OF HOMELAND SECURITY 
CODE SERVICES SECTION 

302 West Washington Street, Room W246 
Indianapolis, IN 46204-2739 

http://www.in.gov/dhs/fire/fp_bs_comm_code/  

  

INSTRUCTIONS: Please refer to the attached four (4) page instructions. 
    Attach additional pages as needed to complete this application. 

Variance number (Assigned by department) 
 

 
 

1.  APPLICANT INFORMATION (Person who would be in violation if variance is not granted; usually this is the owner) 

Name of applicant 
 

Tom Forscht  

Title 
 

      

Name of organization 
 

  Pratt Industries 

Telephone number 
 

(219)  477-1040 
Address (number and street, city, state, and ZIP code) 
 

3050 ANTHONY PRATT DRIVE, VALPARAISO IN 46383 

2.  PERSON SUBMITTING APPLICATION ON BEHALF OF THE APPLICANT (If not submitted by the applicant) 

Name of applicant 
 

Christina M. Collester 

Title 
 

Principal 
Name of organization 
 

RTM Consultants, Inc. 

Telephone number 
 

(317)  329-7700 
Address (number and street, city, state, and ZIP code) 
 

6640 Parkdale Place, Suite J, Indianapolis, IN 46254 

3.  DESIGN PROFESSIONAL OF RECORD (If applicable) 

Name of design professional 
 

James Hawthorn  

License number 
 

AR00870101 

Name of organization 
 

James C Hawthorn Associates 

Telephone number 
 

(937)  477-1119 
Address (number and street, city, state, and ZIP code) 
 

1900 Kress Wood Circle, Dayton Ohio 

4.  PROJECT IDENTIFICATION    

Name of project 
 

Mill Warehouse Addition 

State project number 
 

      

County 
 

Porter 

Address of site (number and street, city, state, and ZIP code) 
 

3050 Anthony Pratt Drive Valparaiso IN 46383  
Type of project 
 

 New    Addition    Alteration    Change of occupancy   Existing 

5.  REQUIRED ADDITIONAL INFORMATION    

The following required information has been included with this application (check as applicable): 

 A check made payable to the Indiana Department of Homeland Security for the appropriate amount. (see instructions) 

 One (1) set of plans or drawings and supporting data that describe the area affected by the requested variance and any proposed alternatives. 

 Written documentation showing that the local fire official has received a copy of the variance application.   

 Written documentation showing that the local building official has received a copy of the variance application.   

6.  VIOLATION INFORMATION    

Has the Plan Review Section of the Division of Fire and Building Safety issued a Correction Order? 
 

 Yes (If yes, attach a copy of the Correction Order.)   No 

Has a violation been issued? 
 

 Yes (If yes, attach a copy of the Violation and answer the following.)   No 

Violation issued by: 
 

 Local Building Department   State Fire and Building Code Enforcement Section   Local Fire Department   

 
 

http://www.in.gov/dhs/fire/fp_bs_comm_code/
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7.  DESCRIPTION OF REQUESTED VARIANCE 

Name of code or standard and edition involved 
 

2014 Indiana Building Code 

Specific code section 
 

705.8 

Nature of non-compliance (Include a description of spaces, equipment, etc. involved as necessary.) 

Pratt Industries occupies each building (on the east and west side of the property line. The Mill and Mill Warehouse (east side) provides 
materials (paper rolls) that are used in the corrugating process (which takes place in the west building).  The buidlings will be connected 
by a new 20 foot wide connector.  The connector will be open at the property line creating an unprotected opening at the property line . 
      

8.  DEMONSTRATION THAT PUBLIC HEALTH, SAFETY, AND WELFARE WILL BE PROTECTED 

Select one of the following statements: 

 Non-compliance with the rule will not be adverse to the public health, safety or welfare; or 

 Applicant will undertake alternative actions in lieu of compliance with the rule to ensure that granting of the variance will not be adverse to  
 public health, safety, or welfare.  Explain why alternative actions would be adequate (be specific). 

Facts demonstrating that the above selected statement is true: 

Pratt Industries occupies each building (on the east and west side of the property line. A "water curtain"  will be installed on both 
properties at the opening at each end of the connector at  each building.  
 
The sprinklers used for water curtain shall be quick-response, closed head, commercial-type sprinklers (ESFR) as defined by NFPA 13. 
Sprinkler Spacing: Sprinklers shall be spaced no more than 6- feet apart along the openings and 6" to 12" inches from the draft stop. 
The distance between the edge of the opening and the nearest sprinkler head shall be a maximum of 3' feet as per Section 8.15.4.3.1 
NFPA 13. 
 
It should also be noted that a water curtain will also be installed at two fire department access door locations on the building wall.  
 
The draft stop shall be located immediately adjacent to each opening, measuring at least eighteen (18) inches deep (measured from 
the sprinkler's deflector), constructed of noncombustible material,  that will stay in place before and during sprinkler operation. 
 

9.  DEMONSTRATION OF UNDUE HARDSHIP OR HISTORICALLY SIGNIFICANT STRUCTURE 

Select at least one of the following statements: 

 Imposition of the rule would result in an undue hardship (unusual difficulty) because of physical limitations of the construction site or its utility services. 

 Imposition of the rule would result in an undue hardship (unusual difficulty) because of major operational problems in the use of the building or structure. 

 Imposition of the rule would result in an undue hardship (unusual difficulty) because of excessive costs of additional or altered construction elements. 

 Imposition of the rule would prevent the preservation of an architecturally or a historically significant part of the building or structure. 

Facts demonstrating that the above selected statement is true: 

Pratt Industries occupies each building (on the east and west side of the property line. The Mill and Mill Warehouse (east side) provides 
materials (paper rolls) that are used in the corrugating process (which takes place in the west building). Because of their weight (6,000 
pounds each), they cannot be transported except by conveyor in a protected environment. This building addition and connector allow a 
continuous workflow for the manufacturing process. Without this variance, it is not possible to move the paper rolls from one building to 
the other within a protected environment..  

10.  STATEMENT OF ACCURACY 

I hereby certify under penalty of perjury that the information contained in this application is accurate. 

Signature of applicant or person submitting application Please print name 
 

 Christina M. Collester 

Date of signature (month, day, year) 
 

      

Signature of design professional (if applicable) Please print name 
 

James Hawthorn  

Date of signature (month, day, year) 
 

      

11.  STATEMENT OF AWARENESS (If the application is submitted on the applicant’s behalf, the applicant must sign the following statement.) 

I hereby certify under penalty of perjury that I am aware of this request for variance and that this application is being submitted on my behalf. 

Signature of applicant Please print name 
 

Tom Forscht  

Date of signature (month, day, year) 
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INSTRUCTIONS FOR APPLICATION FOR VARIANCE 
Part of State Form 44400 (R7 / 10-13) 

INDIANA DEPARTMENT OF HOMELAND SECURITY 
CODE SERVICES SECTION 

302 West Washington Street, Room W246 
Indianapolis, IN 46204-2739 

http://www.in.gov/dhs/fire/fp_bs_comm_code/ 

INSTRUCTIONS: 

 
A variance application, accompanied by the required fee and all other required documents, shall be submitted to request a variance 
from a particular section of a fire, building or other code or standard adopted by the Fire Prevention and Building Safety Commission.  
See Indiana Code 22-13-2-11 and 675 IAC 12-5. 
 
A separate variance application is required for each unrelated code provision* for which a variance is being requested. 
 
 
A. VARIANCE APPLICATION 

 
The following information is required: 
 
1. Applicant Information:  The applicant is the person who would be in violation of a rule of the commission if he or she maintained 

the conditions sought to be legalized by a variance and did not obtain the variance.  This person is usually the owner of the 
premises in question.  If the applicant is a corporation, a governmental body, or any other type of legal organization, include the 
name of this legal organization, a well as the name and telephone number of the organization’s contact person. 
 

2. Person Submitting Application on Behalf of the Applicant:  The name, address and telephone number of the person 

submitting the application, if the applicant is not the person who is submitting the application.  If the person is a corporation, a 
governmental body, or any other type of legal organization, include the name of this legal organization, as well as the name and 
telephone number of the organization’s contact person. 

 
3. Design Professional of Record:  The name, license number, address and telephone number of the design professional for the 

project (if there is one).  A design professional is defined as registered architect or professional engineer registered under Indiana 
Code 25-4 or Indiana Code 25-31, respectively.  If applicable, provide the name of the organization for which the design 
professional works. 

 
4. Project Identification:  

(a) Project Name:  A name that will allow the Department to readily identify the project. 
(b) The State project number, if the variance involves a project for which plans and design specifications have been filed for a 

construction design release under 675 IAC 12-6.  
(c) The address of the premises for which the variance is being sought.  
(d) The county of the premises for which the variance is being sought. 
(e) The type of the project.  Indicate whether the variance is being sought for new construction, an addition or alteration to an 

existing structure, a change of occupancy of an existing structure, or an existing structure that is none of the above. 
 

5. Required Additional Information: To apply for a variance, the following shall be submitted with the application:  

A. A $276 check made payable to the Indiana Department of Homeland Security for the application filing fee ($138) and the 

processing fee ($138) for a single code provision, together with an additional fee of $69 for each additional unrelated code 
provision*, where applicable. 

B. One (1) set of plans or drawings and supporting data that describe the area affected by the requested variance and any 
proposed alternatives.  

C. Written documentation showing that the local fire official has received a copy of the variance. 
D. Written documentation showing that the local building official has received a copy of the variance.  

 
* An “unrelated code provision” is a provision of an adopted code or standard that covers subject matter that is not  

 contingent upon or directly affecting the requirements of a different code provision for which a variance is being sought by  
 the same applicant at the same time. 
 

6. Violation Information: 

(a) Indicate if the request for a variance is a result of correction order issued by the Plan Review Section of the Division of Fire 
and Building Safety.  If so, include a copy of this correction order.  

(b) Indicate if the request for a variance is a result of a Notice of Violation/Order.  If so, indicate the entity that issued the Notice of 
Violation/Order and include a copy of this Notice of Violation/Order. 
 

7. Description of Requested Variance: 

A. Include the name of the Code or Standard, as well as the edition.  (For example, Indiana Building Code, 2003 Edition)  
B. Include the specific code section for which the variance is being requested.  (For example, Section 1005.2.3) 
C. Describe why the variance is needed (what conditions exist that constitute a violation). 

 

http://www.in.gov/dhs/fire/fp_bs_comm_code/
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8. Demonstration that Public Health, Safety, and Welfare Will Be Protected:  The application must include sufficient facts to 

demonstrate one of the following:  

A. The applicant must submit facts demonstrating that noncompliance with the rule will not be adverse to the public health, 
safety, or welfare; or  

B. The applicant must propose one or more alternative actions that the applicant will undertake in lieu of compliance with the rule 
and submit facts demonstrating that compliance with this alternative action would not be adverse to the public health, safety, 
or welfare.  Explain why alternative actions would be adequate (be specific). 
 

9. Demonstration of Undue Hardship or Historically Significant Structure:  The applicant must submit sufficient facts to 
demonstrate that compliance with the rule will either impose an undue hardship (unusual difficulty) upon the applicant; or prevent 
the preservation of an architecturally or historically significant structure.  

A. Imposition of The Rule Would Cause an Undue Hardship Upon the Applicant:  To show that imposition of the rule would 

result in an undue hardship, an applicant must submit facts demonstrating that there is an unusual difficulty in meeting the 
requirements of  the rules of  the commission because of:  
(i) Physical limitations of a construction site or its utility services; 
(ii) Major operational problems in the use of a building or structure; or 
(iii) Excessive costs of additional or altered construction elements. 

B. Imposition of the Rule Would Prevent the Preservation of an Architecturally or Historically Significant Structure:  To 

show that imposition of the rule would prevent the preservation of an architecturally significant or historically significant part of 
a building or other structure, an applicant must make two demonstrations.  First, the applicant must submit facts demonstrating 
that the building or structure in question is historically or architecturally significant.  Second, the applicant must submit facts 
demonstrating that imposition of the rule would prevent the preservation of all or a significant part of this building or structure. 

(i) Demonstration that the building or structure is historically or architecturally significant:  The applicant must submit 

facts demonstrating that the building or structure is important to the general, archaeological, agricultural, economic, social, 
political, architectural, industrial, or cultural history of the United States or of Indiana.  

A building or structure shall be deemed as architecturally or historically significant if it has been placed on the National 
Register of Historic Places under the National Historic Preservation Act (16 U.S.C. 470 et seq.) or if it has been placed on 
the Register of Indiana Historic Sites and Structures under Indiana Code 14-21.  

A determination that a building or structure has been determined eligible for the Register of Indiana Historic Sites and 
Structures by the Division of Historic Preservation and Archeology of the Indiana Department of Natural Resources 
creates a presumption that a structure is architecturally or historically significant. 

(ii) Demonstration that imposition of the rule for which the variance is being requested would prevent the 
preservation of all or a significant part of this building or structure:  The applicant must submit facts demonstrating 

that the imposition of the rule for which the variance is being requested would prevent the preservation of all or a 
significant part of this architecturally or historically significant building or structure. 

 
10. STATEMENT OF ACCURACY:  The applicant, or the person submitting the application on behalf of the applicant, must certify 

under penalty of perjury that the information contained in the application is accurate.  The Design Professional (if there is one) must 
certify that the information contained in the application is accurate if the requested variance involves a project for which plans and 
specifications have been, or must be, filed for a design release under 675 IAC 12-6. 

 
11. STATEMENT OF AWARENESS:  If the application is submitted on the applicant’s behalf, the applicant must certify under penalty 

of perjury that he or she is aware of the variance request and that it is made on his or her behalf. 
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B. VARIANCE SUBMITTAL DATES AND COMMISSION MEETING DATES 

 
Respective variance cut-off dates and Commission meeting dates are as follows: 

2012, 2013, 2014, and 2015 VARIANCE CALENDAR 

Meeting Date Variance Cut-Off Meeting Date Variance Cut-Off 

February 7, 2012 January 11, 2012 January 7, 2014 December 11, 2013 

March 6, 2012 February 8, 2012 February 4, 2014 January 7, 2014 

April 3, 2012 March 7, 2012 March 4, 2014 February 4, 2014 

May 2, 2012 April 5, 2012 April 1, 2014 March 4, 2014 

June 5, 2012 May 9, 2012 May 7, 2014 April 8, 2014 

July 3, 2012 June 6, 2012 June 3, 2014 May 6, 2014 

August 7, 2012 July 11, 2012 July 1, 2014 June 3, 2014 

September 5, 2012 August 9, 2012 August 5, 2014 July 8, 2014 

October 2, 2012 September 5, 2012 September 4, 2014 August 5, 2014 

November 7, 2012 October 11, 2012 October 7, 2014 September 9, 2014 

December 4, 2012 November 7, 2012 November 5, 2014 October 7, 2014 

  December 2, 2014 November 4, 2014 

    

Meeting Date Variance Cut-Off Meeting Date Variance Cut-Off 

January 3, 2013 December 7, 2012 January 6, 2015 December 9, 2014 

February 5, 2013 January 9, 2013 February 3, 2015 January 6, 2015 

March 5, 2013 February 6, 2013 March 3, 2015 February 3, 2015 

April 2, 2013 March 6, 2013 April 7, 2015 March 10, 2015 

May 8, 2013 April 10, 2013 May 6, 2015 April 7, 2015 

June 4, 2013 May 8, 2013 June 2, 2015 May 5, 2015 

July 2, 2013 June 5, 2013 July 7, 2015 June 9, 2015 

August 6, 2013 July 10, 2013 August 4, 2015 July 7, 2015 

September 4, 2013 August 8, 2013 September 1, 2015 August 4, 2015 

October 1, 2013 September 3, 2013 October 6, 2015 September 8, 2015 

November 6, 2013 October 9, 2013 November 4, 2015 October 6, 2015 

December 3, 2013 November 6, 2013 December 1, 2015 November 3, 2015 

    

  Meeting Date Variance Cut-Off 

  January 5, 2016 December 8, 2015 

 
C.  OTHER IMPORTANT INFORMATION 

 
1. An electronic copy of the variance application and these instructions can be found at the following web site: 

http://www.in.gov/dhs/fire/fp_bs_comm_code/  
 

2. It is very important that the applicant and/or the responsible design professional participate in the variance evaluation process by 
appearing before the Commission to answer any questions about alternate design proposals or undue hardship.  It is possible that 
the Commission will table and/or deny the variance request if the applicant and/or the responsible design professional are not 
present to answer questions.  

 
3. The Code Services staff does not make copies of documents that are larger than 8-1/2” by 11”.  If the applicant wishes the 

Commission members to get a copy of the plans, include twenty-five (25) copies of these plans with the variance application 
package and the copies will be distributed to the Commission members in their mailing packets.  The Code Services staff 
recommends that these extra copies be no larger than 11” x 14”. 

 
4. For some variance requests, photographs may also be helpful to the Commission members.  If the applicant wishes the 

Commission members to have color photographs, include twenty-five (25) copies of these photographs in the variance application 
package and the copies will be distributed to the Commission members in their mailing packets. 

 
5. The Commission’s action on a variance is final, subject to the appeal process under Indiana Code 4-21.5-3-7. 

 
6. The applicant will receive official notice of the Commission’s decision, including appeal rights. 

 
7. Telephone inquires about this process can be made to 317-232-1402.  The completed variance application, fee and accompanying 

information should be submitted to: Indiana Department of Homeland Security, Code Services Section, 302 West Washington 
Street, Room W246, Indianapolis, Indiana 46204-2739. 

http://www.in.gov/dhs/fire/fp_bs_comm_code/
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APPLICATION FOR VARIANCE 
State Form 44400 (R7 / 10-13) 
Approved by State Board of Accounts, 2013 

INDIANA DEPARTMENT OF HOMELAND SECURITY 
CODE SERVICES SECTION 

302 West Washington Street, Room W246 
Indianapolis, IN 46204-2739 

http://www.in.gov/dhs/fire/fp_bs_comm_code/  

  

INSTRUCTIONS: Please refer to the attached four (4) page instructions. 
    Attach additional pages as needed to complete this application. 

Variance number (Assigned by department) 
 

 
 

1.  APPLICANT INFORMATION (Person who would be in violation if variance is not granted; usually this is the owner) 

Name of applicant 
 

Tom Forscht  

Title 
 

      

Name of organization 
 

  Pratt Industries 

Telephone number 
 

(219)  477-1040 
Address (number and street, city, state, and ZIP code) 
 

3050 ANTHONY PRATT DRIVE, VALPARAISO IN 46383 

2.  PERSON SUBMITTING APPLICATION ON BEHALF OF THE APPLICANT (If not submitted by the applicant) 

Name of applicant 
 

Christina M. Collester 

Title 
 

Principal 
Name of organization 
 

RTM Consultants, Inc. 

Telephone number 
 

(317)  329-7700 
Address (number and street, city, state, and ZIP code) 
 

6640 Parkdale Place, Suite J, Indianapolis, IN 46254 

3.  DESIGN PROFESSIONAL OF RECORD (If applicable) 

Name of design professional 
 

James Hawthorn  

License number 
 

AR00870101 

Name of organization 
 

James C Hawthorn Associates 

Telephone number 
 

(937)  477-1119 
Address (number and street, city, state, and ZIP code) 
 

1900 Kress Wood Circle, Dayton Ohio 

4.  PROJECT IDENTIFICATION    

Name of project 
 

Mill Warehouse Addition 

State project number 
 

      

County 
 

Porter 

Address of site (number and street, city, state, and ZIP code) 
 

3050 Anthony Pratt Drive Valparaiso IN 46383  
Type of project 
 

 New    Addition    Alteration    Change of occupancy   Existing 

5.  REQUIRED ADDITIONAL INFORMATION    

The following required information has been included with this application (check as applicable): 

 A check made payable to the Indiana Department of Homeland Security for the appropriate amount. (see instructions) 

 One (1) set of plans or drawings and supporting data that describe the area affected by the requested variance and any proposed alternatives. 

 Written documentation showing that the local fire official has received a copy of the variance application.   

 Written documentation showing that the local building official has received a copy of the variance application.   

6.  VIOLATION INFORMATION    

Has the Plan Review Section of the Division of Fire and Building Safety issued a Correction Order? 
 

 Yes (If yes, attach a copy of the Correction Order.)   No 

Has a violation been issued? 
 

 Yes (If yes, attach a copy of the Violation and answer the following.)   No 

Violation issued by: 
 

 Local Building Department   State Fire and Building Code Enforcement Section   Local Fire Department   

 
 

http://www.in.gov/dhs/fire/fp_bs_comm_code/
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7.  DESCRIPTION OF REQUESTED VARIANCE 

Name of code or standard and edition involved 
 

2014 Indiana Building Code 

Specific code section 
 

507.2, Table 508.4 

Nature of non-compliance (Include a description of spaces, equipment, etc. involved as necessary.) 

We propose to construct a 20 foot wide connector to the adjacent unlimited area building on the neighboring property. The existing 
building is within 60' of the property line (25 feet). The neighboring building is more than 60' from the property line. A variance was 
granted by the city of Valparaiso to allow the setback of 25 feet in 2014. Both buildings are equipped throughout with an automatic 
sprinkler system (ESFR).  
 
The new connector will extend to and cross the  property line for both buildings. 
 
The existing buildings are over area without the property line setback of 60 feet.   

8.  DEMONSTRATION THAT PUBLIC HEALTH, SAFETY, AND WELFARE WILL BE PROTECTED 

Select one of the following statements: 

 Non-compliance with the rule will not be adverse to the public health, safety or welfare; or 

 Applicant will undertake alternative actions in lieu of compliance with the rule to ensure that granting of the variance will not be adverse to  
 public health, safety, or welfare.  Explain why alternative actions would be adequate (be specific). 

Facts demonstrating that the above selected statement is true: 

Pratt Industries occupies each building (on the east and west side of the property line. A "water curtain"  will be installed on both 
properties at the opening at each end of the connector at  each building.  
 
The sprinklers used for water curtain shall be quick-response, closed head, commercial-type sprinklers (ESFR) as defined by NFPA 13. 
Sprinkler Spacing: Sprinklers shall be spaced no more than 6- feet apart along the openings and 6" to 12" inches from the draft stop. 
The distance between the edge of the opening and the nearest sprinkler head shall be a maximum of 3' feet as per Section 8.15.4.3.1 
NFPA 13. 
 
It should also be noted that a water curtain will also be installed at two fire department access door locations on the building wall.  
 
The draft stop shall be located immediately adjacent to each opening, measuring at least eighteen (18) inches deep (measured from 
the sprinkler's deflector), constructed of noncombustible material,  that will stay in place before and during sprinkler operation. 
 

9.  DEMONSTRATION OF UNDUE HARDSHIP OR HISTORICALLY SIGNIFICANT STRUCTURE 

Select at least one of the following statements: 

 Imposition of the rule would result in an undue hardship (unusual difficulty) because of physical limitations of the construction site or its utility services. 

 Imposition of the rule would result in an undue hardship (unusual difficulty) because of major operational problems in the use of the building or structure. 

 Imposition of the rule would result in an undue hardship (unusual difficulty) because of excessive costs of additional or altered construction elements. 

 Imposition of the rule would prevent the preservation of an architecturally or a historically significant part of the building or structure. 

Facts demonstrating that the above selected statement is true: 

Pratt Industries occupies each building (on the east and west side of the property line. The Mill and Mill Warehouse (east side) provides 
materials (paper rolls) that are used in the corrugating process (which takes place in the west building). Because of their weight (6,000 
pounds each), they cannot be transported except by conveyor in a protected environment. This building addition and connector allow a 
continuous workflow for the manufacturing process. Without this variance, it is not possible to move the paper rolls from one building to 
the other within a protected environment..  

10.  STATEMENT OF ACCURACY 

I hereby certify under penalty of perjury that the information contained in this application is accurate. 

Signature of applicant or person submitting application Please print name 
 

 Christina M. Collester 

Date of signature (month, day, year) 
 

      

Signature of design professional (if applicable) Please print name 
 

James Hawthorn  

Date of signature (month, day, year) 
 

      

11.  STATEMENT OF AWARENESS (If the application is submitted on the applicant’s behalf, the applicant must sign the following statement.) 

I hereby certify under penalty of perjury that I am aware of this request for variance and that this application is being submitted on my behalf. 

Signature of applicant Please print name 
 

Tom Forscht  

Date of signature (month, day, year) 
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INSTRUCTIONS FOR APPLICATION FOR VARIANCE 
Part of State Form 44400 (R7 / 10-13) 

INDIANA DEPARTMENT OF HOMELAND SECURITY 
CODE SERVICES SECTION 

302 West Washington Street, Room W246 
Indianapolis, IN 46204-2739 

http://www.in.gov/dhs/fire/fp_bs_comm_code/ 

INSTRUCTIONS: 

 
A variance application, accompanied by the required fee and all other required documents, shall be submitted to request a variance 
from a particular section of a fire, building or other code or standard adopted by the Fire Prevention and Building Safety Commission.  
See Indiana Code 22-13-2-11 and 675 IAC 12-5. 
 
A separate variance application is required for each unrelated code provision* for which a variance is being requested. 
 
 
A. VARIANCE APPLICATION 

 
The following information is required: 
 
1. Applicant Information:  The applicant is the person who would be in violation of a rule of the commission if he or she maintained 

the conditions sought to be legalized by a variance and did not obtain the variance.  This person is usually the owner of the 
premises in question.  If the applicant is a corporation, a governmental body, or any other type of legal organization, include the 
name of this legal organization, a well as the name and telephone number of the organization’s contact person. 
 

2. Person Submitting Application on Behalf of the Applicant:  The name, address and telephone number of the person 

submitting the application, if the applicant is not the person who is submitting the application.  If the person is a corporation, a 
governmental body, or any other type of legal organization, include the name of this legal organization, as well as the name and 
telephone number of the organization’s contact person. 

 
3. Design Professional of Record:  The name, license number, address and telephone number of the design professional for the 

project (if there is one).  A design professional is defined as registered architect or professional engineer registered under Indiana 
Code 25-4 or Indiana Code 25-31, respectively.  If applicable, provide the name of the organization for which the design 
professional works. 

 
4. Project Identification:  

(a) Project Name:  A name that will allow the Department to readily identify the project. 
(b) The State project number, if the variance involves a project for which plans and design specifications have been filed for a 

construction design release under 675 IAC 12-6.  
(c) The address of the premises for which the variance is being sought.  
(d) The county of the premises for which the variance is being sought. 
(e) The type of the project.  Indicate whether the variance is being sought for new construction, an addition or alteration to an 

existing structure, a change of occupancy of an existing structure, or an existing structure that is none of the above. 
 

5. Required Additional Information: To apply for a variance, the following shall be submitted with the application:  

A. A $276 check made payable to the Indiana Department of Homeland Security for the application filing fee ($138) and the 

processing fee ($138) for a single code provision, together with an additional fee of $69 for each additional unrelated code 
provision*, where applicable. 

B. One (1) set of plans or drawings and supporting data that describe the area affected by the requested variance and any 
proposed alternatives.  

C. Written documentation showing that the local fire official has received a copy of the variance. 
D. Written documentation showing that the local building official has received a copy of the variance.  

 
* An “unrelated code provision” is a provision of an adopted code or standard that covers subject matter that is not  

 contingent upon or directly affecting the requirements of a different code provision for which a variance is being sought by  
 the same applicant at the same time. 
 

6. Violation Information: 

(a) Indicate if the request for a variance is a result of correction order issued by the Plan Review Section of the Division of Fire 
and Building Safety.  If so, include a copy of this correction order.  

(b) Indicate if the request for a variance is a result of a Notice of Violation/Order.  If so, indicate the entity that issued the Notice of 
Violation/Order and include a copy of this Notice of Violation/Order. 
 

7. Description of Requested Variance: 

A. Include the name of the Code or Standard, as well as the edition.  (For example, Indiana Building Code, 2003 Edition)  
B. Include the specific code section for which the variance is being requested.  (For example, Section 1005.2.3) 
C. Describe why the variance is needed (what conditions exist that constitute a violation). 

 

http://www.in.gov/dhs/fire/fp_bs_comm_code/
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8. Demonstration that Public Health, Safety, and Welfare Will Be Protected:  The application must include sufficient facts to 

demonstrate one of the following:  

A. The applicant must submit facts demonstrating that noncompliance with the rule will not be adverse to the public health, 
safety, or welfare; or  

B. The applicant must propose one or more alternative actions that the applicant will undertake in lieu of compliance with the rule 
and submit facts demonstrating that compliance with this alternative action would not be adverse to the public health, safety, 
or welfare.  Explain why alternative actions would be adequate (be specific). 
 

9. Demonstration of Undue Hardship or Historically Significant Structure:  The applicant must submit sufficient facts to 
demonstrate that compliance with the rule will either impose an undue hardship (unusual difficulty) upon the applicant; or prevent 
the preservation of an architecturally or historically significant structure.  

A. Imposition of The Rule Would Cause an Undue Hardship Upon the Applicant:  To show that imposition of the rule would 

result in an undue hardship, an applicant must submit facts demonstrating that there is an unusual difficulty in meeting the 
requirements of  the rules of  the commission because of:  
(i) Physical limitations of a construction site or its utility services; 
(ii) Major operational problems in the use of a building or structure; or 
(iii) Excessive costs of additional or altered construction elements. 

B. Imposition of the Rule Would Prevent the Preservation of an Architecturally or Historically Significant Structure:  To 

show that imposition of the rule would prevent the preservation of an architecturally significant or historically significant part of 
a building or other structure, an applicant must make two demonstrations.  First, the applicant must submit facts demonstrating 
that the building or structure in question is historically or architecturally significant.  Second, the applicant must submit facts 
demonstrating that imposition of the rule would prevent the preservation of all or a significant part of this building or structure. 

(i) Demonstration that the building or structure is historically or architecturally significant:  The applicant must submit 

facts demonstrating that the building or structure is important to the general, archaeological, agricultural, economic, social, 
political, architectural, industrial, or cultural history of the United States or of Indiana.  

A building or structure shall be deemed as architecturally or historically significant if it has been placed on the National 
Register of Historic Places under the National Historic Preservation Act (16 U.S.C. 470 et seq.) or if it has been placed on 
the Register of Indiana Historic Sites and Structures under Indiana Code 14-21.  

A determination that a building or structure has been determined eligible for the Register of Indiana Historic Sites and 
Structures by the Division of Historic Preservation and Archeology of the Indiana Department of Natural Resources 
creates a presumption that a structure is architecturally or historically significant. 

(ii) Demonstration that imposition of the rule for which the variance is being requested would prevent the 
preservation of all or a significant part of this building or structure:  The applicant must submit facts demonstrating 

that the imposition of the rule for which the variance is being requested would prevent the preservation of all or a 
significant part of this architecturally or historically significant building or structure. 

 
10. STATEMENT OF ACCURACY:  The applicant, or the person submitting the application on behalf of the applicant, must certify 

under penalty of perjury that the information contained in the application is accurate.  The Design Professional (if there is one) must 
certify that the information contained in the application is accurate if the requested variance involves a project for which plans and 
specifications have been, or must be, filed for a design release under 675 IAC 12-6. 

 
11. STATEMENT OF AWARENESS:  If the application is submitted on the applicant’s behalf, the applicant must certify under penalty 

of perjury that he or she is aware of the variance request and that it is made on his or her behalf. 
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B. VARIANCE SUBMITTAL DATES AND COMMISSION MEETING DATES 

 
Respective variance cut-off dates and Commission meeting dates are as follows: 

2012, 2013, 2014, and 2015 VARIANCE CALENDAR 

Meeting Date Variance Cut-Off Meeting Date Variance Cut-Off 

February 7, 2012 January 11, 2012 January 7, 2014 December 11, 2013 

March 6, 2012 February 8, 2012 February 4, 2014 January 7, 2014 

April 3, 2012 March 7, 2012 March 4, 2014 February 4, 2014 

May 2, 2012 April 5, 2012 April 1, 2014 March 4, 2014 

June 5, 2012 May 9, 2012 May 7, 2014 April 8, 2014 

July 3, 2012 June 6, 2012 June 3, 2014 May 6, 2014 

August 7, 2012 July 11, 2012 July 1, 2014 June 3, 2014 

September 5, 2012 August 9, 2012 August 5, 2014 July 8, 2014 

October 2, 2012 September 5, 2012 September 4, 2014 August 5, 2014 

November 7, 2012 October 11, 2012 October 7, 2014 September 9, 2014 

December 4, 2012 November 7, 2012 November 5, 2014 October 7, 2014 

  December 2, 2014 November 4, 2014 

    

Meeting Date Variance Cut-Off Meeting Date Variance Cut-Off 

January 3, 2013 December 7, 2012 January 6, 2015 December 9, 2014 

February 5, 2013 January 9, 2013 February 3, 2015 January 6, 2015 

March 5, 2013 February 6, 2013 March 3, 2015 February 3, 2015 

April 2, 2013 March 6, 2013 April 7, 2015 March 10, 2015 

May 8, 2013 April 10, 2013 May 6, 2015 April 7, 2015 

June 4, 2013 May 8, 2013 June 2, 2015 May 5, 2015 

July 2, 2013 June 5, 2013 July 7, 2015 June 9, 2015 

August 6, 2013 July 10, 2013 August 4, 2015 July 7, 2015 

September 4, 2013 August 8, 2013 September 1, 2015 August 4, 2015 

October 1, 2013 September 3, 2013 October 6, 2015 September 8, 2015 

November 6, 2013 October 9, 2013 November 4, 2015 October 6, 2015 

December 3, 2013 November 6, 2013 December 1, 2015 November 3, 2015 

    

  Meeting Date Variance Cut-Off 

  January 5, 2016 December 8, 2015 

 
C.  OTHER IMPORTANT INFORMATION 

 
1. An electronic copy of the variance application and these instructions can be found at the following web site: 

http://www.in.gov/dhs/fire/fp_bs_comm_code/  
 

2. It is very important that the applicant and/or the responsible design professional participate in the variance evaluation process by 
appearing before the Commission to answer any questions about alternate design proposals or undue hardship.  It is possible that 
the Commission will table and/or deny the variance request if the applicant and/or the responsible design professional are not 
present to answer questions.  

 
3. The Code Services staff does not make copies of documents that are larger than 8-1/2” by 11”.  If the applicant wishes the 

Commission members to get a copy of the plans, include twenty-five (25) copies of these plans with the variance application 
package and the copies will be distributed to the Commission members in their mailing packets.  The Code Services staff 
recommends that these extra copies be no larger than 11” x 14”. 

 
4. For some variance requests, photographs may also be helpful to the Commission members.  If the applicant wishes the 

Commission members to have color photographs, include twenty-five (25) copies of these photographs in the variance application 
package and the copies will be distributed to the Commission members in their mailing packets. 

 
5. The Commission’s action on a variance is final, subject to the appeal process under Indiana Code 4-21.5-3-7. 

 
6. The applicant will receive official notice of the Commission’s decision, including appeal rights. 

 
7. Telephone inquires about this process can be made to 317-232-1402.  The completed variance application, fee and accompanying 

information should be submitted to: Indiana Department of Homeland Security, Code Services Section, 302 West Washington 
Street, Room W246, Indianapolis, Indiana 46204-2739. 

http://www.in.gov/dhs/fire/fp_bs_comm_code/


TITLE

SHEET NO.

SCALE

DWN BY

MV PROJ. NO.

DATE

CHECKED

JOB. NO.

R
E

V
IS

IO
N

S
DE

SC
RI

PT
IO

N
BY

DA
TE

NO
.

A
s
s
o
c
ia

t
e
s

A
r
c
h
it

e
c
t

1
9

0
0

 K
r
e
s
s
 W

o
o
d
 C

ir
c
l
e

D
a
y
t
o
n
, 

O
h
io

 4
5

4
2

9
9

3
7

.2
9

8
.3

6
0

7
  

 j
im

@
j
c
h
a
r
c
.c

o
m

J
a
m
e
s
 C

. 
H

a
w
t
h
o
r
n

17.033

TH
IS

 D
O

C
U

M
EN

T 
H

AS
 B

EE
N

 P
R

EP
AR

ED
 F

O
R

 M
IL

LE
R

-V
AL

EN
TI

N
E 

C
O

N
ST

R
U

C
TI

O
N

 L
LC

 A
N

D
 T

H
E 

IN
FO

R
M

AT
IO

N
 C

O
N

TA
IN

ED
 H

ER
EI

N
 IS

 C
O

N
SI

D
ER

ED
 C

O
N

FI
D

EN
TI

AL
. T

H
IS

 D
O

C
U

M
EN

T 
IS

 N
O

T 
TO

 B
E 

U
SE

D
, R

EP
R

O
D

U
C

ED
 O

R
 D

IS
C

LO
SE

D
 IN

 W
H

O
LE

 O
R

 IN
PA

RT
 W

IT
H

O
U

T 
TH

E 
PR

IO
R

 W
R

IT
TE

N
 P

ER
M

IS
SI

O
N

 O
F 

M
IL

LE
R

-V
AL

EN
TI

N
E 

C
O

N
ST

R
U

C
TI

O
N

, L
LC

 IN
 E

AC
H

 C
AS

E.

PR
O

PO
SE

D
 A

D
D

IT
IO

N
S:

LO
A

D
IN

G
 D

O
C

K
 A

N
D

 M
IL

L
W

A
R

H
O

U
SE

 fo
r

PR
AT

T 
IN

D
U

ST
R

IE
S

VA
LP

A
R

A
IS

O
, I

N
D

IA
N

A
Ja

m
es

 C
. H

aw
th

or
n 

Li
ce

ns
e 

# 
85

07
94

6
Ex

pi
ra

tio
n 

D
at

e:
 1

2/
31

/2
01

7

2.14.18

DE
SC

RI
PT

IO
N

BY
DA

TE
NO

.

Miller Valentine
Construction

137 N. Main St, Suite 900
Dayton, OH  45402

937.293.0900
www.mvg.com

24,843 sq ft

42,836 sq ft
3,227 sq ft

0 60' 120'

N

117

30'-0"

5'-01/2"5'-01/2"

30'-0"

64'-7" 25'-0"

449,950 sq ft

240,915 sq ft

PGN 1149.6122
PGE 0118.7041

PGN 0002.4548
PGE 0165.8810

PGN 0254.5154
PGE 0163.8810

PGN 0349.4309
PGE 0265.0730

PGN 750.0000 COLUMN LINE "F"
PGE 190.0000 COLUMN LINE "0"

PGN 1149.7676
PGE 1058.4141

PGN 1146.805
PGE -1136.35

9+00

10+00

11+00

12+00

R
B

 P
T12+44.0694, P

N
 502.7500, P

E
 909.2005

13+00

5°43'29"

14+00

15+00

5°43'29"

14+00

15+00

16+00

17+0018+00

R
A P

T18+44.3949, P
N

 516.7500, P
E

 910.8571

19+00

20+00

21+00

22+00
RAIL "B"

RAIL "A"

P
N

 516.7500
P

E
 589.20751

HP

HP

EXISTING BUILDING

ELECTRICAL
SUB-STATION PAD
BY SUB-STATION

CONTRACTOR

ROLL PAPER STORAGE
FF ELEV. 749.0

OFFICE BUILDING
F.F. ELEV. 745.67

CHEMICAL ROOM
F.F. ELEV. 745.0

WASTE PAPER
STORAGE BUILDING

F.F. ELEV. 745.0

BOILER ROOM
F.F. ELEV. 745.0

PAPER MACHINE HALL
F.F ELEV. 745.0

STOCK PREP
F.F. ELEV. 742.0

MAINTENANCE
F.F. ELEV. 745.0 SOUTH MCC

F.F. ELEV. 745.0
COMPRESSOR ROOM

F.F. ELEV. 745.0

NORTH MCC
F.F. ELEV.

745.0 EXCESS
WATER

F.F. ELEV.
 745.0

STOCK PREP
F.F. ELEV. 742.0

COOLING TOWER
CONTAINMENT
F.F. ELEV. 745.0

STOCK PREP WATER
STORAGE TANKS
F.F. ELEV. 745.0

DUMP
CHEST

F.F. ELEV.
743.0

PAPER MACHINE HALL
F.F ELEV. 745.0

STIMSON LEGAL DRAIN
REDIRECTION, SEE DRAWINGS BY
ABONMARCHE CONSULTANTS, LLC
FOR DETAILS.

STARCH
TANK

F.F. ELEV.
 745.0

0+
00

1+
00

1+
09

.4
9

5+
00

6+
00

7+58.14 PI

PC6+41.77

538.00 R

7+
00

8+
00

P
T8+70.98

9+
00

10
+0

0

11
+0

0

11+78.16 PI

P
C

11
+7

3.
90

62.00 R

PT
11

+8
2.

40

12
+0

0

13
+0

0

13
+1

5.
31

7°
51

'0
2"

9+00

10+00

11+00

12+00

R
B

 P
T12+44.0694, P

N
 502.7500, P

E
 909.2005

13+00

5°43'29"

14+00

15+00

5°43'29"

14+00

15+00

16+00

17+0018+00

R
A P

T18+44.3949, P
N

 516.7500, P
E

 910.8571

19+00

20+00

21+00

22+00

R
A 26+36.2520

RAIL "B"

RAIL "A"

P
N

 516.7500
P

E
 589.20751

219.03'

170.36'

24'

263.15'

R478.34'

R494'

200'

160'

24'

153.75'

35'

62'

68.23'

R538'

24'

12'198'

20'

204'

29'

29'

12' 19'
11'

14'

24'

24'

19'20'

9'

4.95'

R20'R20'R20'
R5'

R50'

R40'

38.63'

R26'
R10'

R20'

R50'R5'

R5'

R20'

R20'

R20'

R20'

R5'R5'R5'R5'R20'

R6'

R24'

R20'

INFORMATION
ONLY

PPPP

0+00

0+47.76

1+00

2+00

3+00

3+97.81

5+00

6+55.55

7+00

1+40.09

4+00

6+00

8+07.64

8+00

8+70.59

9+00

10+00

11+00

11+85.56

FINS

TANK

CABLE OPENING

R15'

R15'

R5'

R5'12'

12'

SMH

WW

W W

WW

W

W

W

W

W

PP

PPPPPP

S
00

°1
8'

58
"E

  1
,1

47
.4

5'

90
' R

E
G

U
LA

TE
D

 D
R

A
IN

 E
A

S
E

M
E

N
T

(S
TI

M
P

S
O

N
 D

R
A

IN
)

85
' D

R
A

IN
A

G
E

 E
A

S
E

M
E

N
T

N89°54'54"W  1,145.48'

S89°53'52"W  1,290.37'

15' UTILITY EASEMENT

N
00

°2
2'

22
"W

  2
52

.0
7'

N
00

°2
2'

22
"W

  6
43

.2
8'

N46
°54

'54
"E

13
8.7

4'

75' DRAINAGE EASEMENT

30' STORM
SEWER EASEMENT

S89°55'42"E 1,184.68'

30
' W

AT
E

R
 &

 S
E

W
R

 E
A

S
E

M
E

N
T

D
E

E
D

 B
O

O
K

 3
55

, P
A

G
E

 1
85

EXISTING DETENTION AREA

R
IP

-R
AP

DRAINAGE EASEMENT

DRAINAGE EASEMENT

DRAINAGE EASEMENT

DR
AI

NA
G

E 
EA

SE
M

EN
T

D
R

A
IN

A
G

E
 E

A
S

E
M

E
N

T

STAND PIPE
RIM=743.80
INV=736.50

N. LINE, N. 1/2, SW 1/4 SEC. 32-T35N-R5W

N89°53'07"E  2,437.20'

30
' U

TI
LI

TY
 E

A
S

E
M

E
N

T

30
' U

TI
LI

TY
 E

A
S

E
M

E
N

T

N. LINE, N. 1/2, SW 1/4 SEC. 32-T35N-R5W

25
' B

U
IL

D
IN

G
 S

E
TB

A
C

K

15' BUILDING SETBACK

15' BUILDING SETBACK

25
' B

U
IL

D
IN

G
 S

E
TB

A
C

K

PARCEL II
UTILITY EASEMENT "B"
DOC. NO. 1999-023448

EXISTING GRAVEL
TRUCK STAGING AREA

EXISTING
ASPHALT

EXISTING
GRAVEL

EXISTING
GRAVEL

EXISTING
GRAVEL

EXISTING
GRAVEL

EXISTING
GRAVEL

EXISTING
ASPHALT

EXISTING
ASPHALT

EXISTING
ASPHALT

EXISTING
ASPHALT

EXISTING
ASPHALTEXISTING

CONCRETE

EXISTING
CONCRETE
LOADING
DOCK AREA

EXISTING
CONCRETE
LOADING
DOCK AREA

EXISTING
CONCRETE

EXISTING
GRAVEL EXISTING

GRAVEL

7'X19' CONCRETE
PAD w/ EQUIPMENT

7'X19' CONCRETE
PAD w/ EQUIPMENT

A/C A/C

77'

50'

272'

508'

ELECTRICAL
TRANSFORMER
AREA
SURROUNDED
BY CHAIN-LINK
FENCE

EXISTING
CONCRETE
LOADING
DOCK AREA

30'
20'

7'X19.5' CONCRETE
PAD w/ EQUIPMENT

7'X19.5' CONCRETE
PAD w/ EQUIPMENT

18'x18' CONCRETE PAD
w/ STORAGE SILO

CONCRETE PAD w/

(2) GAS TANKS

EXISTING
BUILDING

GREEN
AREA

GREEN
AREA

GRASS
AREA

GREEN
AREA

GREEN
AREA

GREEN
AREA

GREEN
AREA

EXISTING
GRAVEL

N00°22'22"W   179.01'

SECURITY
TRAILER

GREEN AREA

EXISTING
ASPHALT

BENT REBAR FOUND
0.83' WEST OF PROPERTY CORNER
REBAR FOUND w/ PTGR I.D.
0.31' EAST OF PROPERTY CORNER

ASPHALT STRIP

ASPHALT STRIP

CONCRETE STRIP

EXISTING
ASPHALT C

O
N

C
R

E
TE

 S
TR

IP

ASPHALT
DRIVE

GRAVEL DRIVE

ASPHALT
DRIVE

ASPHALT
DRIVE

GRAVEL DRIVE

FENCE LINE 0.48' EAST
OF PROPERTY LINE

FENCE LINE 0.85' SOUTH
OF PROPERTY LINE

FENCE LINE 1.25' EAST
OF PROPERTY LINE

5/8" REBAR SET w/
"MCMAHON FIRM 0088" I.D.

FINISH FLOOR ELEVATION
750.00

APPROXIMATE BUILDING HEIGHT
(CORNER OF BLDG) = 77'±

DIRT
PILES

LEAN-TO
SHELTER LEAN-TO

SHELTER

GRAVEL DRIVE

CONCRETE BLOCK STOP
w/ELECTRIC PANEL (TYP)

ELEC PNL

TRANSFORMER

ELECTRIC LINE
FOR TRAILER
ALONG GROUND

POST w/
REFLECTOR

POST INDICATOR
VALVE (TYP)

5' WIDE
CONC WALK

HC RAMP

HC RAMP

WOOD FOOT
BRIDGE

WEEDS AND GRASSES

WEEDS AND GRASSES

WEEDS AND GRASSES6" CURB (TYP.)

6" CURB (TYP.)

APPROXIMATE BUILDING HEIGHT =
34'±

E
X

IS
TI

N
G

A
S

P
H

A
LT

SWALE

SWALE

SWALE

S
W

A
LE

S
W

A
LE B
E

R
M

BERM

R
IP

-R
AP

15
" P

V
C

15
" P

V
C

15
" P

V
C

15
" P

V
C

SIDE YARD BUILDING LINE

FR
O

N
T 

YA
R

D
 B

U
IL

D
IN

G
 L

IN
E

30'

30
'

54" CMP CULVERT
N INV=735.21
S INV=735.25

54" CMP CULVERT
N INV=735.14
S INV=734.99

10" WATER MAIN

12" WATER MAIN

10
" W

AT
E

R
 M

A
IN

10" WATER MAIN

10
" W

AT
E

R
 M

A
IN

10
" W

AT
E

R
 M

A
IN

10" WATER MAIN

10
" W

AT
E

R
 M

A
IN

DETENTION AREA

WEEDS AND GRASSES

30' STORM SEWER EASEMENT 75' DRAINAGE EASEMENT

15' UTILITY EASEMENT

DRAINAGE EASEMENT

WEEDS AND GRASSES

WEEDS AND GRASSES

MH-E

MH-F

MH-G

MH-HMH-H1

MH-H2MH-H3MH-H4

MH-H5MH-H6

W7

W8
W9

W10W11
W12W13

W14

W15
W16

W17

W18

W23 W24 W25W26 W27W28 W29

W30

W31 W32W33

W43
W44

W45

W47 W49 W50

W51

W52

W53
W54

W55

W56

W57

W65

W69

W70

W71W72

W73W74W75W76

W79
W80
W81

FHFH

FH

FH

FH

FH

FH

FH

FH

FH

9+00

10+00

11+00

12+00

R
B

 P
T12+44.0694, P

N
 502.7500, P

E
 909.2005

13+00

5°43'29"

14+00

15+00

5°43'29"

14+00

15+00

16+00

17+0018+00

R
A P

T18+44.3949, P
N

 516.7500, P
E

 910.8571

19+00

20+00

21+00

22+00
RAIL "B"

RAIL "A"

P
N

 516.7500
P

E
 589.20751

DS-1

DS-2DS-3DS-4DS-5

DS-6
DS-21 DS-22 DS-23 DS-24

DS-27

DS-28

DS-30

DS-35

DS-36

DS-81

DS-120

DS-121
DS-122

DS-123

EX-CB-2

EX-CB-3

EX-CB-4
EX-CB-5

EX-CB-5A

EX-CB-6EX-CB-7

EX-CB-8

EX-CB-9

EX-CB-10 EX-CB-11

EX-CB-12

EX-CB-14

EX-CB-15

EX-CB-15A

EX-CB-16

EX-CB-17

EX-CB-17A

EX-CB-18

EX-CB-18A

EX-OUTLET-NORTH

EX-OUTLET-SOUTH

GI-1

GI-2

GI-3

GI-10

GI-11

GI-20

GI-21

GI-22

GI-70

GI-81

GI-82

GI-110

GI-111

GI-130

GI-131

GI-201

GI-202

GI-211

GI-212

JB-1

JB-2

JB-3

PE-3 PE-4 PE-5
PE-6

PE-7

PE-8

PE-9

PE-10

PE-11

PE-12

PE-13

PE-22

PE-23

PE-24

PE-25

PE-31PE-32

PM-1

PM-2

7'-7"

7'
-7

"

7'-0"

6'
-1

 3
/4

"±

6'-10"

7'
-0

"

FINS

TANK

CABLE OPENING

BOLLARD (TYP)

SITE PLAN

MILL WAREHOUSE ADDITION

CONNECTOR

PROPERTY LINE

T1.0



TITLE

SHEET NO.

SCALE

DWN BY

MV PROJ. NO.

DATE

CHECKED

JOB. NO.

R
E

V
IS

IO
N

S
DE

SC
RI

PT
IO

N
BY

DA
TE

NO
.

A
s
s
o
c
ia

t
e
s

A
r
c
h
it

e
c
t

1
9

0
0

 K
r
e
s
s
 W

o
o
d
 C

ir
c
l
e

D
a
y
t
o
n
, 

O
h
io

 4
5

4
2

9
9

3
7

.2
9

8
.3

6
0

7
  

 j
im

@
j
c
h
a
r
c
.c

o
m

J
a
m
e
s
 C

. 
H

a
w
t
h
o
r
n

17.033

TH
IS

 D
O

C
U

M
EN

T 
H

AS
 B

EE
N

 P
R

EP
AR

ED
 F

O
R

 M
IL

LE
R

-V
AL

EN
TI

N
E 

C
O

N
ST

R
U

C
TI

O
N

 L
LC

 A
N

D
 T

H
E 

IN
FO

R
M

AT
IO

N
 C

O
N

TA
IN

ED
 H

ER
EI

N
 IS

 C
O

N
SI

D
ER

ED
 C

O
N

FI
D

EN
TI

AL
. T

H
IS

 D
O

C
U

M
EN

T 
IS

 N
O

T 
TO

 B
E 

U
SE

D
, R

EP
R

O
D

U
C

ED
 O

R
 D

IS
C

LO
SE

D
 IN

 W
H

O
LE

 O
R

 IN
PA

RT
 W

IT
H

O
U

T 
TH

E 
PR

IO
R

 W
R

IT
TE

N
 P

ER
M

IS
SI

O
N

 O
F 

M
IL

LE
R

-V
AL

EN
TI

N
E 

C
O

N
ST

R
U

C
TI

O
N

, L
LC

 IN
 E

AC
H

 C
AS

E.

PR
O

PO
SE

D
 A

D
D

IT
IO

N
S:

LO
A

D
IN

G
 D

O
C

K
 A

N
D

 M
IL

L
W

A
R

H
O

U
SE

 fo
r

PR
AT

T 
IN

D
U

ST
R

IE
S

VA
LP

A
R

A
IS

O
, I

N
D

IA
N

A
Ja

m
es

 C
. H

aw
th

or
n 

Li
ce

ns
e 

# 
85

07
94

6
Ex

pi
ra

tio
n 

D
at

e:
 1

2/
31

/2
01

7

2.14.18

DE
SC

RI
PT

IO
N

BY
DA

TE
NO

.

Miller Valentine
Construction
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